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Environmental Protection Agency § 141.13 

rule, and Appendices A and B of sub-
part Q for the public notification rule 
are effective for the purpose of compli-
ance on January 23, 2006. However, the 
consumer confidence rule reporting re-
quirements relating to arsenic listed in 
§ 141.154(b) and (f) are effective for the 
purpose of compliance on February 22, 
2002. 

(k) Regulations set forth in 
§§ 141.23(i)(1), 141.23(i)(2), 141.24(f)(15), 
141.24(f)(22), 141.24(h)(11), 141.24(h)(20), 
142.16(e), 142.16(j), and 142.16(k) are ef-
fective for the purpose of compliance 
on January 22, 2004. 

[44 FR 68641, Nov. 29, 1979, as amended at 45 
FR 57342, Aug. 27, 1980; 47 FR 10998, Mar. 12, 
1982; 51 FR 11410, Apr. 2, 1986; 56 FR 30274, 
July 1, 1991; 57 FR 22178, May 27, 1992; 57 FR 
31838, July 17, 1992; 59 FR 34322, July 1, 1994; 
61 FR 24368, May 14, 1996; 66 FR 7061, Jan. 22, 
2001; 66 FR 28350, May 22, 2001] 

Subpart B—Maximum 
Contaminant Levels 

§ 141.11 Maximum contaminant levels 
for inorganic chemicals. 

(a) The maximum contaminant level 
for arsenic applies only to community 
water systems. The analyses and deter-
mination of compliance with the 0.05 
milligrams per liter maximum con-
taminant level for arsenic use the re-
quirements of § 141.23. 

(b) The maximum contaminant level 
for arsenic is 0.05 milligrams per liter 
for community water systems until 
January 23, 2006. 

(c) [Reserved] 
(d) At the discretion of the State, ni-

trate levels not to exceed 20 mg/l may 
be allowed in a non-community water 
system if the supplier of water dem-
onstrates to the satisfaction of the 
State that: 

(1) Such water will not be available 
to children under 6 months of age; and 

(2) The non-community water system 
is meeting the public notification re-
quirements under § 141.209, including 
continuous posting of the fact that ni-
trate levels exceed 10 mg/l and the po-
tential health effects of exposure; and 

(3) Local and State public health au-
thorities will be notified annually of 
nitrate levels that exceed 10 mg/l; and 

(4) No adverse health effects shall re-
sult. 

[40 FR 59570, Dec. 24, 1975, as amended at 45 
FR 57342, Aug. 27, 1980; 47 FR 10998, Mar. 12, 
1982; 51 FR 11410, Apr. 2, 1986; 56 FR 3578, Jan. 
30, 1991; 56 FR 26548, June 7, 1991; 56 FR 30274, 
July 1, 1991; 56 FR 32113, July 15, 1991; 60 FR 
33932, June 29, 1995; 65 FR 26022, May 4, 2000; 
66 FR 7061, Jan. 22, 2001] 

§ 141.12 [Reserved] 

§ 141.13 Maximum contaminant levels 
for turbidity. 

The maximum contaminant levels 
for turbidity are applicable to both 
community water systems and non- 
community water systems using sur-
face water sources in whole or in part. 
The maximum contaminant levels for 
turbidity in drinking water, measured 
at a representative entry point(s) to 
the distribution system, are: 

EDITORIAL NOTE: At 54 FR 27527, June 29, 
1989, § 141.13 was amended by adding intro-
ductory text, effective December 31, 1990. 
However, introductory text already exists. 
The added text follows. 

The requirements in this section 
apply to unfiltered systems until De-
cember 30, 1991, unless the State has 
determined prior to that date, in writ-
ing pursuant to § 1412(b)(7)(C)(iii), that 
filtration is required. The requirements 
in this section apply to filtered sys-
tems until June 29, 1993. The require-
ments in this section apply to 
unfiltered systems that the State has 
determined, in writing pursuant to 
§ 1412(b)(7)(C)(iii), must install filtra-
tion, until June 29, 1993, or until filtra-
tion is installed, whichever is later. 

(a) One turbidity unit (TU), as deter-
mined by a monthly average pursuant 
to § 141.22, except that five or fewer tur-
bidity units may be allowed if the sup-
plier of water can demonstrate to the 
State that the higher turbidity does 
not do any of the following: 

(1) Interfere with disinfection; 
(2) Prevent maintenance of an effec-

tive disinfectant agent throughout the 
distribution system; or 

(3) Interfere with microbiological de-
terminations. 

(b) Five turbidity units based on an 
average for two consecutive days pur-
suant to § 141.22. 

[40 FR 59570, Dec. 24, 1975] 
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